10/21/2004 — 3:08:27 PM

([ TIE ROD ANCHORS DATUM )

" PIPE ROD NUMBER OF )
SIZE DIAMETER | A307 RODS
(INCHES) (INCHES) REQUIRED
TEST PRESSURE = 150 P.S.l. & BELOW
6 3/4
8
10
12
16
20
24
30 10

TEST PRESSU .S.l. to 200 PSI

6
i /
10 3/4
12 3/4
16 3/4
20 3/4
24 1
30 1
TEST PRESSURE = 201 P.S.l. to 250 P.S.I.
6 3/4
8 3/4 4
10 3/4 4
12 3/4 6
16 3/4 12
20 3/4 14
24 1 16
L 30 1 20

TIE RODS SHALL BE A307 CADMIUM COATED TIE RODS.

THE CITY OF LYNCHBURG

TIE ROD ANCHORS DATUM xor 10 scae| 2603
C H A R T REVISION DATE: SHEET #:
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